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DETAIL A

40.55
1030

2.56
65

1.97
50 TERMINAL COVER

DISPLAY PORT

AIR VENT

DOOR
MOUNTING SCREWS
(2 PLACES)

GROUND

MAIN CIRCUIT
TERMINAL BLOCK

AIR VENT

CN523 D-SUB 25 PIN, MALE
#4-40 SCREW

TN2 TERMINAL BLOCK
WIRING HOLE

INLET

EXHAUST

BN BP U NO V R N S E

DC INPUT AC OUTPUT AC INPUT

NOTES:
1. DIMENSIONS ARE SHOWN IN INCHES[MILLIMETERS]
2. CABINET SHOULD BE MAINTAINED UPRIGHT WITHIN ±15° DURING
HANDLING.
3. REQUIRE AT LEAST 39.4"[1000] CLEARANCE IN FRONT OF UPS FOR
MAINTENANCE.
4. REQUIRE AT LEAST 23.6"[600] CLEARANCE IN BACK OF THE UPS FOR
MAINTENANCE.

TYPE: UP7011B-A802SU-2
            UP7011B-A103SU-2
            UP7011B-A123SU-2

APPROXIMATE WEIGHT:   496LBS (225KG)

13.78
350

29.98
762

M6 BOLT

7011B 12KVA SALES DRAWING

31.95
812
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8kVA  5.6kW UPS
10kVA 7.0kW UPS
12kVA 8.4kW UPS

AC INPUT

1-PHASE 3-WIRE
AC240/120V 60Hz
2-PHASE 3-WIRE
AC208/120V 60Hz

CONVERTER INVERTER

BATTERY
MODULES

CHOPPER

GND

AC OUTPUT

1-PHASE 3-WIRE
AC240/120V 60Hz
2-PHASE 3-WIRE
AC208/120V 60Hz

ZNRR
AC275
V

FB1 FB

FOLSC LSI

LCH

THS

52RCFI 52C

72B

CPC CPI

CB3

52S

DC INPUT

7011B 8,10,12 kVA SCHEMATIC

　NOMINAL VOLTAGE 216V
108 CELLS



R
E

V
IS

IO
N

S
DWG. NO.

UD-100641S

MITSUBISHI

TITLE

DWG. NO. REV.

DIMENSIONS IN; SCALE DRAFTER DATE

IN    [MM]     (REF)

APPROVED DATE

Z.ZAJAC

7011B 12KVA SALES DRAWING

UD-100641S 0

PROPRIETARY

This document is the property of
Mitsubishi Electric Power Products, Inc. and

contains proprietary and confidential information
which must not be duplicated, used or

disclosed other than as expressly authorized
by Mitsubishi Electric Power Products, Inc.

SHEET 4  OF  4

ELECTRICN.RIEMER

1/2/18

CORE/REFERENCE DRAWING
(IF APPLICABLE)

1/2/18

- NTS -

0
.R

E
L
E

A
S

E
D

 F
O

R
C

O
N

S
T

R
U

C
T

IO
N

Z
.Z

A
J
A

C
 1

/2
/2

0
1

8

RIGHT SIDEFRONT

1.20
30

1.20
30

39.40
1001

23.60
599

23.60
599

MINIMUM INSTALLATION CLEARANCES


